
ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 
REGULATORYCONTACTRECORD 

DatetTime: September 24,20021 1630 

Site Contact(s): Mike Brooks/Brian Larsen 
Phone: 7910/7337 

Regulatory Contact: Bob Johannes /Denise Onyskiw 
Phone: (303) 692-3 1694303) 692-337 1 

Agency: Colorado Department of Public Health & Environment 

Purpose of Contack Resolve APCD Comments on B771/774 Asbestos Abatement Plan 

Discussion 
Discussed comments on the MACTEC Asbestos Abatement Standard Operating 
Procedure (SOP) Revision 1 dated May 6,2002, which were received from Curtis Bums 
in the Air Pollution Control Division (AFCD). Resolution was reached on each item and 
will be implemented in a revision to the MACTEC SOP to be issued this week. The 
revised SOP will be reviewed by the APCD. 

The specific comments and associated resolutions are: 
7.4.1, pg. 19, replace term 'regulated area' with 'work area' 
7.5.1, pg. 20, comment as to why a ceiling variance will be obtained was explained. 
No change to the plan will be made. 
7.5.2, pg. 20,29CFR1926.1101 reference will be replaced with a reference to AQCC 
Regulation 8 Section III.C.2.h. 
7.5.2, pg. 20, change to require that the differential pressure manometer will be 
equipped with a recording device or a variance sought. 
7.5.2, pg. 20, change so that ApDs will be monitored daily per Regulation 8 Section 
III.C.2.a or a variance sought. 
7.5.2, pg. 20, maximum allowable asbestos limit for pressure variance differential that 
could result in exposure of adjacent areas will be changed ta 0.01 fibedcc. 
7.6, pg. 21, F're-cleaning of surfaces prior to the commencement of abatement 
activities will be required per Regulation 8 Section III.C.2.e or a variance s 
7.7.1, pg. 21,29 CFR 1926.1 101 reference will be changed to reference A 
Regulation 8 Section DI.C.8. 
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7.7.6, pg. 22, Statement that ‘aggressive procedures will not be used’ will be replaced 
with wording that a variance will be requested if aggressive procedures are not to be 
used due to radiological concerns. 
7.9 & 7.10, pg. 23, will be changed to require clearance of secondary containment in 
accordance with Regulation 8 section III C. 
7.1 1.2, pg. 23 use of power roof saw will be deleted. 
7.1 1.2, pg. 24, will be modified to reference AQCC Regulation 8. 
7.15.1, pg. 25, statement ‘then that level of asbestos shall be MAAL for clearance 
samples’ will be replaced ‘Area shall be treated as a major spill response in 
accordance with AQCC Regulation 8 Section IU C.3.b and III C.7.b’. 
7.15.8, pg. 26, exception for aggressive sampling procedures will be reworded to 
require a variance quest .  
7.16.1, pg. 27, reference will be added to AQCC Regulation 8 Section III C.5.a. 
7.16.3, pg. 27, exception to aggressive sampling procedures will be replaced with 
language requiring that a variance be obtained. 

In general, variances will be requested only when necessary and will be requested on a 
case-by-case basis for each work m a  as appropriate. 
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